






















Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners 
and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights. 
 
• Users may download and print one copy of any publication from the public portal for the purpose of private study or research. 
• You may not further distribute the material or use it for any profit-making activity or commercial gain 
• You may freely distribute the URL identifying the publication in the public portal  
 
If you believe that this document breaches copyright please contact us providing details, and we will remove access to the work immediately 
and investigate your claim. 
   
 
Downloaded from orbit.dtu.dk on: Dec 20, 2017
Modeling the Performance of Biological Rapid Sand Filters Used to Remove
Ammonium, Iron, and Manganese From Drinking Water




Publisher's PDF, also known as Version of record
Link back to DTU Orbit
Citation (APA):
Lee, C., Albrechtsen, H-J., Smets, B. F., & Binning, P. J. (2012). Modeling the Performance of Biological Rapid
Sand Filters Used to Remove Ammonium, Iron, and Manganese From Drinking Water. Abstract from AWWA
Annual Conference and Exposition 2012 (ACE12), United States.
Modelling the performance of biological rapid sand filters used to remove 
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Abstract: 
Although biological rapid sand filters are a well established technology for treating drinking water, there is still 
a lack of scientific understanding of the processes controlling their performance.  For example, the distribution 
and role of microorganisms in contaminant removal in the filter has not been described. As a result, the design 
and operation of these filters is based on rules of thumb rather than firm scientific understanding.  The goal of 
this research is to characterize the underlying processes that control the biological performance of biological 
rapid sand filters in order to link filter management to performance . 
Biological rapid sand filters are used for the dual purpose of particle removal (including microorganisms) and 
contaminant removal through biological activity on the filter media. For drinking water treatment in the United 
States, biological filters use granular activated carbon and are often used following ozonation to remove 
additional biodegradable organics created during ozonation.  In Europe, biological filters are also used to 
remove ammonium and reduced forms of iron and manganese.  These compounds can cause biological 
instability in the distribution system and can lead to many problems including the growth of pathogens and 
aesthetic problems (taste, odor, and color).  All of these compounds can be removed through chemical 
oxidation with oxidants such as chlorine, but biological filters can be used to remove these compounds and 
thereby reduce the need for chlorine addition following treatment. Under the normal conditions found in many 
water treatment plants, reduced iron can be oxidized through aeration and the precipitates can be captured by 
the filter media.  Ammonium and manganese can be removed biologically.     
This research uses both pilot and full scale studies to determine how operating conditions affect the 
performance of the filters.  Substrate concentrations, particle/precipitate accumulation, and biomass kinetics 
are monitored throughout the depth of the filter and over the operational cycle of the filter.  Tracer tests, using 
a conservative salt tracer, are performed during an operational cycle of a filter to examine how the filter flow 
changes with time. The data is used to validate a mathematical model that can both predict process 
performance and to gain an understanding of how dynamic conditions can influence filter performance.  The 
mathematical model developed is intended to assist in the design of new filters, set up of pilot plant studies, 
and as a tool to troubleshoot existing problems in full scale filters.  Unlike previous models, the model 
developed accounts for the effects of particle/precipitate accumulation and its effects on the biological 
performance of the filter. 
